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Laboratory Report DATE REPORTED:  09/05/2019
CLIENT: Rutland City Water Dept WORK ORDER: 1908-21171
PROJECT: WSID 5229 Rutland Water PFAS DATE RECEIVED: 08/21/2019
001 Site: WSID 5229 Date Sampled:  8/21/19 Time: 6:00
Facility ID: TP0O1 Smp Pt: EP001 Categ:  GE Smp Type:  RT Compl Ind: Y Repl Ind: N
Parameter Result Units Method Analysis Date/Time Lab/Tech NELAC ual.
PFAS Package
Perfluorobutanesulfonic acid PFBS <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorohexanoic acid PFHXA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
HFPO-DA <3.73 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluoroheptanoic acid PFHpA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorohexanesulfonic acid PFHxS <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
ADONA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorooctanoic acid PFOA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorononanoic acid PENA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorooctanesulfonic acid PFOS <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorodecanoic acid PFDA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
9CI-PF30NS <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
NMeFOSAA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluoroundecanoic acid PFUnA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
NEtFOSAA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorododecanoic acid PFDoA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
11CI-PF30UdS <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorotridecanoic acid PFTrDA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
Perfluorotetradecanoic acid PFTA <1.86 ng/L EPA 537.1 8/30/19  22:53 SUB A SBA
002 Site: FIELD BLANK - NOT NEEDED Date Sampled:  8/21/19  Time: 6:00
Facility ID: UNKNO Smp Pt: UNKNO Categ: UN Smp Type:  UN ComplInd: Y Repl Ind: U IN
Parameter Result Units Method Analysis Date/Time Lab/Tech NELAC Qual.
No analysis
003 Site: TRIP BLANK - NOT NEEDED Date Sampled:  8/21/19  Time: 6:00
Facility ID: UNKNO Smp Pt: UNKNO  Categ: UN Smp Type:  UN Compl Ind: Y Repl Ind: U IN
Parameter Result Units Method Analysis Date/Time Lab/Tech NELAC Qual.

No analysis

Report Summary of Qualifiers and Notes

SBA: Analysis performed by subcontracted laboratory, Alpha Analytical, Mansfield MA. The
complete subcontracted report has been appended to this report.

Endyne will submit this data electronically to the State of VT Water Supply Division in accordance with their policy and standards.
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